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HVDC Cable – 300 kV – 2000 mm² – Mass Impregnated Cable

Component Thickness - mm Diameter - mm

Conductor 50.1

Conductor screen 51.1

Insulation MI paper 14 79.1

Insulation screen 80.3

Lead sheath 3.0 86.3

Polyethylene sheath 2.8 91.9

Binder tape 92.7

Steel tape 93.9

Binder tape 95.5

Polyethylene sheath 4.3 104.1
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XLPE insulated, earthing cable with segmental Copper conductor, LLDPE jacket
2000 mm2 Segmental Copper Cable

Notes:

1. All dimensions are nominal and subject to manfuacturing tolerances
2. Drawings are not to scale


