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SOLID-STATE LIGHTING

SSL DEMONSTRATION: 
Area Lighting 
Yuma Sector Border 
Patrol Area, AZ

A unique GATEWAY evaluation 
on a stretch of border between 
the U.S. and Mexico looks at 
how high-flux LED lighting 
performs in a high-temperature 
environment.

High-flux lighting applications in 
high-temperature environments present  
a formidable challenge for LEDs. The 
higher the luminous flux from a lumi-
naire, the more difficult it can be to 
properly dissipate the heat, to prevent 
damage to the electronic components  
and LED packages—made even more 
difficult by high-temperature environ-
ments. To learn more about how this type 
of environment affects LED lumen and 
color maintenance, luminaire efficacy, 
and luminaire component lifetimes, the 
U.S. Department of Energy’s (DOE) 
GATEWAY program is documenting the 
LED retrofit of the incumbent quartz 
metal halide (QMH) area lighting along a 
7.2-mile stretch of the Yuma (Arizona) 
Sector Border Patrol Area between the 
U.S. and Mexico, where temperatures at 
sunset can exceed 100° F. 

Although a border lighting application is 
unique, high-flux and high-temperature 
applications are not, and in the U.S. they 
include high-security exterior lighting 

(such as correctional facilities and 
military bases) and, more generally,  
street and area lighting.

A Trial Installation
The Yuma Sector retrofit is a DOE 
Federal Energy Management Program 
(FEMP) Energy Savings Performance 
Contract (ESPC) ENABLE project. The 
goal was to achieve a minimum energy 
savings of 50% while maintaining 
existing light levels, and the application 
also presented an opportunity to improve 
lighting quality. 

The specific area of interest was between 
the primary fence marking the U.S.– 
Mexico border, and a secondary fence 
set back 125 feet from the primary fence.  

Night is when the most activity occurs in 
the Yuma Sector Border Patrol Area, so 
it was important to ensure that the 
lighting system would help the agents 

perform their duties as well as reduce 
energy use. The advanced optical system 
of the selected luminaires improved the 
uniformity of the lighting system, 
despite a 24-foot reduction in pole 
height. The combination of the optics 
and lower pole height has reduced stray 
light considerably.

In February 2014, two LED luminaires 
were installed on each of three sequen-
tial poles as a trial installation of the 
proposed design solution. Illuminance 
measurements were recorded initially in 
February 2014, then again in September 
2014 at about 2,500 hours of operation, 
in March 2015 at about 5,000 hours of 
operation, and in September 2015 at 
7,000 hours of operation.

In the February 2014 trial installation, 
the new LED system was found to equal 
or better the QMH system in terms of 
both uniformity and illuminance. 

Long-Term Monitoring
The distribution of light produced by the 
LED luminaires changed considerably in 
the first 2,500 hours of operation, and the 
trend continued after 5,000 and 7,000 
hours of operation. Comparing the 
7,000-hour measurements to the initial 
measurements reveals several important 
changes in the illuminances delivered by 
the lighting system:

Yuma (AZ) Sector border lighting, showing the 40-foot pole height of the LED luminaires  
(on the first pole) and the 64-foot height of the incumbent QMH luminaires.

Incumbent QMH luminaires (left) and LED luminaires (right). Because pole diameter narrowed  
as the height increased, a custom tenon was necessary to fit the diameter of the pole after it 
was shortened.
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The laboratory measurements confirmed 
the effect of dirt not only on lumen 
output, but also on the distribution of 
light exiting the luminaire. The change  
in distribution raises an important 
question for manufacturers, specifiers, 
and researchers: How should lighting-
system designs account for distribution 
changes due to dirt accumulation? 
Careful optical design may lead to 
superior illuminance uniformity during 
pre-installation photometric analyses; 
however, the results from this investiga-
tion demonstrate that the uniformity will 
change as the luminaires accumulate dirt. 

Two next-generation luminaires replaced 
the original LED luminaires removed  
for laboratory testing and were modified 
with thermocouples installed, so that  
the temperature of various luminaire 
components can be recorded at one-
minute intervals. These measurements 
began in September 2015 and are 
expected to continue into the summer of 
2016, providing a more complete picture 
of the effects of high ambient tempera-
tures and high levels of solar radiation.  
A future report is planned to address  
the performance of the luminaires after 
continued exposure to this extreme 
environment.  

Final reports on GATEWAY outdoor 
demonstration projects are available for 
download at http://energy.gov/eere/ssl/
gateway-demonstration-outdoor-projects.

Measured illuminances along east-west line centered at pole 204 at four different measure-
ment times.  Illuminance values increased near the pole compared to the initial values, but 
decreased farther away from the pole.  The numeric values in the labels along the horizontal 
axis indicate the distance from the pole in feet, and the letter indicates the direction from the 
pole.  Illuminance values were normalized for a 25° C (77° F) condition.

•	The average horizontal illuminance 
decreased by 25% in the three mea-
surement rows closest to the primary 
fence marking the border.  

•	The average vertical illuminance 
decreased by 34% on the primary 
fence. 

•	The distribution of illuminance 
changed, with values nearest to the 
pole increasing by more than 10% 
while the values decreased farther 
away from the pole; the greatest 
decreases were at the points farthest 
from the pole.

The cause of these changes was un-
known, but dirt depreciation was 
expected to explain most if not all of 
them. So two luminaires were removed 
and tested in a photometric laboratory, 
first dirty and then after cleaning. The 
testing revealed that luminous intensity 
values at angles where peak intensity 
occurs decreased due to dirt by 15% to 
26%, while the intensity directly beneath 
the luminaire increased due to dirt by 
16% to 21%—results consistent with the 
illuminance measurements recorded in 
Yuma.

The polar plots show 
the measured intensity 
of light in the vertical 
plane defined by 90° 
and 270° horizontal 
angles, with 90°  
shown on the right  
side of the diagram.
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